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COOLING TOWER PIPING PLAN
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PARTIAL GROUND FLOOR PLAN - ACCESS DOORS
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SANW CUT EXISTING CONCRETE SHAFT WALL AND PROVIDE A
3'-0" x T'-2" 2-HR FIRE RATED DOOR.

PATCH AND RESTORE EXISTING LAWN TO MATCH EXISTING
CONDITIONS.

SAW CUT AND PATCH EXISTING DRIVEWAY PAVEMENT AS
NECESSARY TO PROVIDE PIPING. PROVIDE CURB AND PAINT TO
MATCH EXISTING CONSTRUCTION.

ABANDON IN PLACE EXISTING 4" CW. REMOVE ONLY AS
NECESSARY TO INSTALL NEW PIPING.

SANW CUT AND PATCH EXISTING CONCRETE SIDEWALK AS
NECESSARY TO PROVIDE NEW PIPING.

PROVIDE 4" DOMESTIC WATER PIPING. INSTALL PIPE A MINIMUM
OF 458-IN. BELOW FINISHED GRADE. COORDINATE EXACT
LOCATION WITH ALL OTHER TRADES AND AVYOID DAMAGE TO
OTHER EXISTING PIPES AND CONDUITS IN THIS AREA, SUCH AS
ELECTRICAL CONDUITS, TELEPHONE WIRING, CONTROL WIRING,
ETC.

REMOVE EXISTING 4" CH PIPING AS NECESSARY TO INSTALL NEW
PIPING.

CORE DRILL THROUGH EXISTING CONCRETE WALL BELOW GRADE.

EXISTING 1/2-IN. |OO# CONTROL AIR PIPING TO REMAIN.
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